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Results of Tests on brick Conducted in accordance with C67/C67M - 21 Standard Test Methods for Sampling and Testing Brick
and Structural Clay Tile

10/18/2021
Name: Pine Hall Brick Company, Inc ' Plant; Madison
P. O. Box 836 Sampled Date:  7/8/2021
Madison, NC 27025 Received Date:  7/8/2021
Phone: 336-703-8822 Fired Date: 7/8/2021
Product Code:
Report Number: 10255-25254 Lot Number:
Description: NC Queen Size - ) B
Absorption 1 2 3 4 5 Average Test Date
24 Hour Cold Water (%) 43 59 4.3 46 4.0 4.6 7/12/2021
5 Hour Boiling Water (%) 6.9 8.2 6.8 7.0 6.5 7.1
Saturation Coefficient 0.63 0.71 0.64 0.65 0.63 0.65
Compressive Strength 1 2 3 4 5 Average Test Date
psi 9,830 11,190 11,930 6,190 7,140 9,260 7/12/2021
Freeze-Thaw 1 2 3 4 5 Average Test Date
Weight Loss (%) 0.23 0.14 0.11 0.21 0.19 0.18 7/12/2021
Cycles Completed 50 50 50 50 50
Speciman Breakage Inspection Passed Passed Passed Passed Passed
Crack Formation Inspection Passed Passed Passed Passed Passed
All Minimum Test Requirements Passed Passed Passed Passed Passed

These units were tested using the requested freeze thaw method.

The brick represented by the test results showh hére comply w)'ih the physical property requiremenf# o.l_r the stal;dards listed below:

C 216 - 21 Standard Specification for Facing Brick (Solid Masonry Units Made From Clay or Shale)
Grade: SW, MW

Michael Walker, Quality Manager

"The temperature and humldlty of the B/shop Materlals Laboratory is constanlly kept between 60 -90F, and 30-70% RH
The results shown above apply only to the samples tested, which are provided by the customer.
This test report shall not be reproduced except in full, without written approval of the laboratory.
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